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PROPOSED FIRST STORY FLOOR PLAN

FLOOR PLAN PLUMBING NOTES:
1. ALL PLUMBING FIXTURES AND FITTINGS WILL BE WATER CONSERVING AND WILL

COMPLY WITH THE 2016 CGBSC SEC. 4.303.1
2. PER 2016 CGBSC SEC. 4.303.2, PLUMBING FIXTURES (WATER CLOSETS AND

URINALS) AND FITTINGS (FAUCETS AND SHOWERHEADS) SHALL BE INSTALLED IN
ACCORDANCE WITH THE CALIFORNIA PLUMBING CODE (CPC) AND TABLE 1401.1
OF THE CPC.

MECHANICAL/ HEATING NOTES:
1. NEW 100,000 B.T.U. 80% AFUE FURNACE TO MASTER BEDROOM & SITTING

AREA ADDITION.  IF EXTENSION OF DUCTWORK EXCEEDS 40', MANDATORY HERS
TESTING WILL BE REQUIRED UNLESS DUCTS ARE IN A CONDITIONED SPACE.

NOTE:
DWELLINGS AND GARAGES SHALL BE SEPARATED PER THE FOLLOWING (COUNTY
BUILDING CODE 92.2.R302.6 'CBC' 704.9)

A. MIN. 12" GYPSUM BOARD ON GARAGE SIDE OF WALLS SEPARATING GARAGE
FROM DWELLING AND ATTIC

B. SELF CLOSING AND SELF LATCHING DOORS COMPLYING w/ ONE OF THE
FOLLOWING: VERIFY THAT EXISTING DOORS COMPLY

MIN. 1 38" THICK SOLID WOOD

MIN. 1 38" THICK SOLID OR HONEYCOMB CORE STEEL

20 MIN. FIRE RATED

FRAMING/ MECHANICAL NOTE:
THE PASSAGEWAY FROM THE ATTIC ACCESS TO THE MECHANICAL EQUIPMENT
LOCATED WITHIN THE ATTIC SHALL BE UNOBSTRUCTED AND HAVE CONTINUOUS SOLID
FLOORING NOT LESS THAN 24" WIDE, AND NOT MORE THAN 20' IN LENGTH FROM
ACCESS OPENING TO THE APPLIANCE.

WALL LEGEND

NEW 2x6 WALLS
NEW 2x4 WALLS

NEW 2x10 WALLS

SCALE: 316" = 1'-0"
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